Laboratory Test Summary

Number of samples tested: 4

From: Dyne Fire Protection Labs

Located at: 2357 Ventura Dr Suite 108
Woodbury, MN 12345

Were tested on: 09/10/2020

To fulfill: NFPA 25 2020 Ed. 5.3.1.1 (sprinklers) or
NFPA 72 2019 Ed. Table 14.4.3.2, Item 17.4.c (fixed temp non-restorable heat detectors)

PASS

Next test: Devices represented by this testing need to be resampled and tested again based on the testing frequency requirements in the applicable NFPA standard.

FOR SERVICE ON THIS SYSTEM CONTACT:
XYZ Sprinkler Company
Main Street
City, ZZ 12345
(123) 456-7890
(800) 000-0000

Dyne job number: 107660

The results relate only to the sample tested and do not guarantee the system will operate properly.